Northern

WWW.NORTHERNDOCKSYSTEMS.COM o YOUTUBE @ LINKEDIN o FACEBOOK
WORK ORDER #: WO175518 247 EMERGENCY
*n SERVICE

Address: 214 Wilkinson Road, Brampton, ON L6T 4M4 -
Toll-free: 1 (866) 601-1758 | F: (905) 625-0187 | E: service@northerndocksystems.com

Customer Information Service Location

Pepsi - Milton Pepsi - Milton
1890 Reading Court 1890 Reading Court
Milton, L9T 7W3 Milton, L9T 7W3
On, Canada On, Canada
Phone Number Contact

Amarnadh

Service Details

Created 8/14/2026 10:37 AM Last 8/14/2026
Updated

Type Local Service Priority

Status Completed Last Visit — g/14/2026
Date

. : . i Daniel #62

Next Step No Action Required — internal F'eld. : !
Specialist

Primary

Incident Door Service Signed By

Type

Customer Position 215 - Dock Door PO # TBD

Asset

Door 138 -Two of the lower dock door panels were damaged from the
outside and needed replacement.

Door 215 - Lost power.
Scope of
Work


mailto:service@northerndocksystems.com
http://www.northerndocksystems.com/
https://www.youtube.com/northerndocksystems
https://www.linkedin.com/company/northern-dock-systems/
https://www.facebook.com/northerndocksystems/

Execution Notes

Details

Created On:
8/14/2026
10:39 AM

Created By:
Rita

Content

Created On:
8/14/2026 2:52
PM

Created By:
Daniel

Dock 215 sensor wiring

Created On:
8/14/2026 2:52
PM

Created By:
Daniel

Dock 215 panel working

Created On:
8/14/2026 2:52
PM

Created By:
Daniel

Door 138




Created On:
8/14/2026 2:52
PM

Created By:
Daniel

Door 138 ID

Created On:
8/14/2026 2:56
PM

Created By:
Daniel

Checked in

* Dock 215

- found panel not energizing.

- tested door panel and swapped power board
but no change.

- inspected wiring and found door sensor.
wiring connections came lose causing them to
arc.

- properly connected wiring for sensor.

- tested everything working properly now.

* Door 138
- assessed for replacement sections.

Checked out.

All further work will be quoted under
WO175655

This Work Order will be closed out and billed
for incurred.






